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Table 1: Recommendations for recessed luminaires/downlighters in floors and ceilings

Wiodified 30 mins™

Tocation Comstruction Recommended
Roof calng [an WA 4
Two-storey house Roof cefing Al NA A" (assuming adequate compartmentation between
adjacent dwellngs)
FistFloor Robust Wodified 30 mis™ 5. ButAcan be just

confiimed_(Annex C)
<

Tightweght™
Al

(2storeysto 3)

Below room over garage mins (A
Over basement AT 30 mins B.C
Thice storey house | Roof celling Al NA A" (assuming adequate compartmentation between
adjacent dwelings)
i AT Somins (o
Celing of garage under oom | AT 30mins B.Ct
Over bosement AT [50mns B.C
Loft comversion Robust Wodfied 30 mins™ B.C_butAcan be justified i traditional construction
: First floo (when loft converted) confirmed_(Annex )

Ugtweight™

[Rtodiied 30 mne~

Fourstorey (or more) | Roof celing Al ‘Nm A (Assuming adequate compartmentation between
house

AT Fioor, nduding garage and

basemert celings! floors m 60 mins 8.C
Fits
Top floor <5 = 5 AT on 08IC
Top floor < 18m Compartment floor ) in D.8C
[Top floor <30m Compartment floor AT 90 min D.B72Ce>
Top loor> 30m Compartment floor AT T20min 0,672
[Duplox flats Tntemediate floor Al T30mn XS
KEY:
A= Unprotected downlghterpermitted,but # =Ensue that therml nsultion willnotprejudice luminaie

bl fire protection recommendec forsafety recsons © = Shouidonly be nstali t can bevened that the penetrction
B = Downlighter with ntecrolprotection Wil nothave an adverse mpact on accoustic perfomance
C= Dowrlighter with hood complying with Armex E O - Robust constuction s defined i Amex C
D - Danunlighte nsered in fase (secondary) ceng B - Lightweight enginesred constuction i efined in Annex A
* -SeeAmexF

NOTE: In Scotland, the guidance dause 51.10 (Domestic Handbook) recommends that downiightrs intalle i



















